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A B R I D G E D  
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TR-KKL-2020-032-S1 
 

TEST OF A HYGIENIC AIR HANDLING UNIT 

– ACCORDING TO DIN 1946-4:2018 AND VDI 6022-1:2018 – 

 

TÜV NORD Systems GmbH & Co. KG, Hamburg (Germany) 

confirms that a sample unit of the Air Handling Unit range in Hygienic Version 

“AHU-EV 100” 
of 

 

Siegle + Epple GmbH & Co. KG, Ditzingen (Germany). 

was tested according to DIN 1946-4 and VDI 6022-1. The test results are documented in detail 

in Test Report TR-KKL-2020-032-R1 dated 03 April 2020. The test sample fulfils all 

requirements of the mentioned standards. 

 
TÜV NORD Systems GmbH & Co. KG 

Test Laboratory for Ventilation, Air Conditioning, Refrigeration 
 

              

  
  Dr.-Ing. Timo Reisner 
 

Essen, 03 April 2020 

 
The test of the air handling unit range is based upon a type examination of a sample unit 

with its components and not of a complete installed system in a building. 
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